Overall Mechanical Dimensions 4-18KVA
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4-6KVA Single Phase unses a single cabinet for inverter and batteries
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8-12.5KVA Single Phase requires two cabinets (inverter and batteries)
5-12.5KVA Three Phase requires two cabinets (inverter and batteries)
15-18KVA Three Phase requires three cabinets (inverter and batteries)



